**NOTES:**

⚠️ **UNIT LIQUID LINE CONNECTION SIZE IS 1/2” FOR BOTH SECTIONS.**

⚠️ **UNIT SUCTION LINE CONNECTION SIZE IS 3/4” FOR BOTH SECTIONS. THESE CONNECTION SIZES ARE NOT NECESSARILY THE RECOMMENDED FIELD PIPING SIZES.**

⚠️ **1 TO 2 1/2" TON USE 11" CONDENSING ELECTRICAL BOX.**

---

**MINI CEILING UNIT SYSTEMS, DAMA—XXXX—AI AIR COOLED SPLIT W/INDOOR CONDENSING UNIT 1 TO 2 1/2 TON.**

**DRAWN BY:** E. DIAZ

**CHECKED BY:** SH 1 OF 1

**DATE:** 09–20–2002

**REVISIONS**

<table>
<thead>
<tr>
<th>REV</th>
<th>DESCRIPTION</th>
<th>DATE</th>
<th>BY</th>
</tr>
</thead>
<tbody>
<tr>
<td>B</td>
<td>UPDATE FORMAT, AND ADD REC. CLEARANCE</td>
<td>07/30/13</td>
<td>JAP</td>
</tr>
</tbody>
</table>