**NOTES:**

1. Dimensions noted are the minimum clearances required by the factory. Consult local building codes and NEC for additional clearance requirements.
2. All standard piping terminates inside of cabinet. All optional piping (top/side) terminates outside of cabinet.
3. All components and options are not shown.
4. Connection pipe size is 2 1/8 [54.00] diameter for 30 ton.
5. All unit dimensions are in inch [mm] format.
6. Condensate drain line not provided with pump.

**COMPONENT BREAKDOWN**

**FOOTPRINT LAYOUT**
(Piping & Electrical area reference)

**DATA AIRE**
30 TON
UPFLOW CHILLED WATER

**REVISIONS**

<table>
<thead>
<tr>
<th>REV</th>
<th>DESCRIPTION</th>
<th>DATE</th>
<th>BY</th>
<th>FROM</th>
</tr>
</thead>
<tbody>
<tr>
<td>N</td>
<td>CHANGED NUMBER OF FILTERS, ADDED OPTIONAL CONDENSATE PUMP, ADDED NOTE 6.</td>
<td>02-10-17</td>
<td>MTC</td>
<td>RV</td>
</tr>
</tbody>
</table>